
REQUEST FOR INFORMATION LOG
SAMPLE PROJECT - EQUIPMENT PLATFORM EP-1 — Job SMP-01. One question per RFI; items marked TBC on the approval documents are detailed with the assumption shown until answered. Please
return answers signed and dated.

RFI Date By Contract
doc.
reference

Question Assumed in detailing Proposed solution Response
requested by

Cost /
schedule
impact

Status

1 10/28/2026 STRUCTOMAT S-1 Anchor rod projection and
embedment are not
dimensioned.

3/4" F1554 Gr. 36, 12" embedment
with heavy hex nut, 4-1/2"
projection above top of concrete

Confirm or provide
dimensions

11/05/2026 TBD OPEN

2 10/28/2026 STRUCTOMAT S-2 Infill beam is shown flush
with the girders; cope depth
not given.

Top flange coped 1" deep x 3-1/8"
long, 1/2" setback

Confirm 11/05/2026 TBD OPEN

3 10/28/2026 STRUCTOMAT S-3 Brace connection bolts: 2
bolts shown, grade not
stated.

3/4" A325N snug-tightened,
standard holes

Confirm bolt grade
and pretension
requirement

11/05/2026 TBD OPEN
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